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Office of the Chief Fire Officer
Pune Municipal Corporation
Out W.No : FB/ | (42

Date : ’Q]G ] 9

(450/2014)
lo,

Parvez Jamadar Architeets,
Gen. Thimmaya Road, Camp, Pune,

Sub :- Part Final Fire NOC for the building at S.NO, 169, S.N0.170, H.No.

3,44, 4B, 5A, 5B, 6, 7, 8/1, 8/2, Hadapsar, Pune,

( For Hcight 22.20 Mirs., Built up ~ 5920.06 Sq.Mtrs.) ' |

Ref:- Your Office letter D1.06.06.2019.

As per your request, visited the proposed site along with your representative Mr., Prashant
Rumblar on DLO7.06.2019 and tested the Hydrant system, Hose Reel system with equipments
portable fire extinguishers and all type of fire fighting system suggested in Provisional N.O.C.
issued vide No. FB/1003, Dt.03.06.2019, :
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Parvez Jamadar _Arclﬂ!eq&
Gen. Thimmay Road, Camp, Pune.
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Sub :- Revised Provisional Fire NOC for proposed balldis st S.NO."169, S.No.170, H.No. 14,

1B, 2B, 3, 4A, 4B, 5A. 5B, 6, 7, 8/1, 872, Hadapsar, Pune. - - . P S B EE a3

Ref :- Your Office letter Dt.27.05.2019. -

7 As per your request, vi;sit'ed‘ the proposed site alo_ﬁg w:th yc_mg- representative Mr. Prashant Kumbhar
gn 11)1.27.05.20_19 & discussed. with him regarding the fire protection system to be installed in the proposed
uilding. ) o e T o . . )
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) All the electrical wiring in the building should be carried out in concealed,” ;. ' -

* 4. Terrace tank (overhead tank) should be provided of the building with 10000 Lrs 0
prgserved exclusively for fire fighting. i ‘ N
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Office of the Pune Municipal Corporation
Shivajinagar, Pune - 5,
Office of the Chief Fire Officer,
Pune Municipal Corporation,
Pune Center Fire Station,
Outward No. Ashad /6009
Mahatma Phule Peth,
Pune-411042.
Dated - 10/03/2025

(450/2014)

To,

Administrative Administrator,
Bilabong Hi International School,
Sy.No. 169 & 170, Hadapsar, Pune.

Subject:- Regarding renovation of
buildings for educational use at
No. 1A, 1B, 2V, 3, 4A, 4B, 5A,
5B, 6, 7, 8/ 1, 8/2, Hadapsar,
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after submission of Form BinJ anuary and July.

H.S. Kalawe.

Sd/-
(Sameer W Sheikh)
Station Duty Officer
Pune Municipal Corporation
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/1 ADVOCATE & NOTARY PUBLIC

/ GOVY. GF KARNATAKA

# 10, 2nd Main,13th ‘C’ Cross,

Agarahara Dasarahalli,
BENGALURU - 560 079 2 l} JUN 2825
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